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GE Security, Inc., 8985 Town Center Parkway, Bradenton, FL 34202
Contact: Jewell Micochero (941) 739-4358 FAX (941) 308-8123

Model 6500 fire alarm control unit and Model 6500-5 remote station receiving panel.
Manual, automatic, coded, non-coded, local, local with shunt box connection to master
box, auxiliary, remote station (protective premises) and proprietary (protected premises).

System components:

6500-100, 6501-100
6503, 6503-2
6501-56A, -12, -13, -14
1538-02, -03, -04
6514-4, -21

6501-01, -03, -2A, -6A
6565-2115

6501-24A

6501-31, -32, -59
6501-56A

6501-300

6503-4, 6566-152
6504

V6505-04TM-00
P-03348-0378
P-039348-0389
6508-3

6509

6510

6511-24

6513-4, -5

6513-18A, -19A, -21A
6513-1, -2A

6514-4, -6

6514C-6

46213-0040, 6514-18, -19
6514-7

6514-16

6514-17, -CA-17
6516, -1, 6518
PP46213

6515-CA-3

6515-3
46213-0229,-0236,-0343,-0344,-0345

Alarm Receiving Panel

Alarm Receiving Panel
Receiving Module

Reverse Polarity Transmitter
Common Control Panel
Initiating Module

Initiating Module

Alarm Receiving Module
Code Receiving Module

Long Line Receiving Module
Alarm Receiving Zone Panel
Box and Signal Circuit

Single Stroke Adder One Stage Panel
Master Code Transmitter Panel
Programming Board
Programming Module

Code Transmitter Adder Panel
Two Stage Single Stroke

Two Stage Evacuation Panel
Key Switch Panel

Alarm Bell Module

Signal Audible Control

Alarm Indicating Module
Auxiliary Signaling Module
City Tie Module

Control Module

Remote Station Module
Supervised Annunciator Cable
Main Control Panel

DC Adder Power Supply
Tripper Type Module

Master Power Panel

Master Control Power Supply
Control Module
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6514-32, -33, -34, -35
6514-22, -23, -24, -25
6514-31

6514-29

PP46213-0833
PP46213-0812

6516-2

6517

6517-1, -5

6517-6

6517-7, 6528-3

6520

6521, -1, -2

6522-1

6514-1, -2, -3, -4

6525-1, 6565-4419
6525-3

6526-1, -2, -3

6527

6528

6530-1, -2, -3

6530-4F

6531-5, 6532-8, 6566-102
6531-21, -22, -23, -24, -27, -28
46213-0202, PP46213-0261
6531-31

6532-4, -5, -6

6542C, 6543CA
PP46213-0795

6566-124

6566-145, -146
6566-505, -506
PP46213-0267, 46213-0269
46213-050, -052, -053, -054
1538-03

6565-4502, -4507
6565-4505

6514-82, -88

6514-84, -87

6514-81

6501-0072A
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Control Module

Control Module

Auxiliary Fire Department Panel
Time Limit Cutout Module
DC Control Module

AC Control Module

Power Distribution Panel
AC System Power Supply
AC Main Control Panel
AC Power Extender Panel
Supervision Panel

Fire Drill Panel
Reset/Signal Silence Panel
Diode Matrix Panel
Remote Supervised Annunciator
Disconnect Switch Panel
Auxiliary Relay Panel
Auxiliary Breaker Panel
Auxiliary Breaker Panel
Power Transfer Panel
Dome Power Supply
Lamp Flashing Panel
Meter Panel

Power Pack and Charger
Charger Module

Charger Panel

Battery Charger

Auxiliary Control Panel
Circuit Module

Switch Panel

Tie Panel

AC Signal Module
Jumper Module

Jumper Module

Polarity Reversal Unit
Coder Module

Code Inventer Module
Common Feature Module
Fire Department Module
Power/Common Control Panel
Smoke Detector Module
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INSTALLATION: In accordance with listee's printed installation instructions, NFPA 72, applicable codes &
ordinances, and in a manner acceptable to the authority having jurisdiction.
MARKING: Listee's name, model number, electrical rating and UL label.
APPROVAL: Listed as fire alarm control unit and remote station receiving panel for use with separately

listed compatible initiating and indicating devices. Model 6500-5 is intended for use as
remote station receiving only.

This control unit does not generate a temporal pattern signal. If the distinctive three-pulse
Temporal Pattern Fire Alarm Evacuation Signal (for total evacuation) in accordance with
NFPA 72, 1999 Edition is required, the control unit must be used with appliances that can
generate the temporal pattern signal. Refer to manufacturer’s Installation Manual for
details.

NOTE: Formerly 7165-1591:197 and 7165-1388:222
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This listing is based upon technical data submitted by the applicant. CSFM Fire Engineering staff has reviewed the test results
and/or other data but does not make an independent verification of any claims. This listing is not an endorsement or
recommendation of the item listed. This listing should not be used to verify correct operational requirements or installation
criteria. Refer to listee’s data sheet, installation instructions and/or other suitable information sources.

Date Issued: JUNE 26, 2006 Listing Expires June 30, 2007

Authorized By: DIANE K. AREND, Senior Deputy
Program Manager
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